Cogeneration or Combined Heat and Power (CHP) is defined as the sequential generation of two different forms of useful energy from a single primary energy source.This paper deals with a comparison study on the aspects of energy efficiency and energy economics in commercial building and industrial plant utility using conventional system and cogeneration system. This study presents the performance test result of micro turbine cogeneration application (60 kW) pilot project in comercial building and optimization of existing cogeneration system (40 MW) at utility plant of industry. The micro turbine cogeneration application for generating electricity and hot water while médium scale of gas turbine cogeneration is introduced in order to improve plant efficiency of existing steam turbine cogeneration. We found that cogeneration would be a financially viable option for building and for small and large size industrial plants.
Introduction
Cogeneration is a proven technology that can be applied in many sector that using large energy such as in industrial, power plant, or building. Cogeneration or combined heat and power (CHP) is the use of a heat engine or power station to simultaneously generate electricity and useful heat. Cogeneration is a thermodynamically efficient use of fuel. In separate production of electricity, some energy must be discarded as waste heat, but in cogeneration this thermal energy is put to use. All thermal power plants emit heat during electricity generation, which can be released into the natural environment through cooling towers, flue gas, or by other means. By cogeneration system, this waste heat is captured to produce hot water, steam, or chilled water.
CHP systems consist of a number of individual components -prime mover (heat engine), generator, heat recovery, and electrical interconnection -configured into an integrated whole. The type of equipment that drives the overall system (i.e. the prime mover) typically identifies the CHP system. Prime movers for CHP systems include reciprocating engines, combustion or gas turbines, steam turbines, micro-turbines, and fuel cells. These prime movers are capable of burning a variety of fuels, including natural gas, coal, oil, and alternative fuels to produce shaft power or mechanical energy.
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This study is carried out to ascertain the technical and economic viability of introducing cogeneration into the commercial building and industrial sector. Small scale cogeneration system is cogeneration system of Micro Turbine C65 with Heat Recovery Unit (HRU) at Hotel B -Jakarta, focused on Micro Turbine C65 performance test. The other one is medium scale cogeneration system implementation by retrofitting existing utility system. Retrofitting emphasizing on addition of new Gas Turbine (GT) plus Heat Recovery Steam Generator (HRSG) in order to minimize fuel consumption in the Cogeneration System of Oil Refinery Plant -East Kalimantan, Indonesia.
Material and method

Small scale cogeneration technology
The existing condition of Hotel B is only have stand alone micro turbine 60 kW (type C65 with a capacity of 65 kVA) installed in utility room for generating electricity, with natural gas fuel from PGN (Perusahaan Gas Negara) and grid connected with PLN (Perusahaan Listrik Negara). But, with stand alone mode the efficiency is 25.7 % which is relatively low. The micro turbine exhaust gas temperature is 334 °C then just discard to the atmosphere. On the other hand, hotel need hot water used for hotels room and kitchen that supply from gas boiler. Therefor to decrease operation cost by natural gas, the micro turbine is connected with Heat Recovery Unit (HRU) to absorb its useful heat to produce hot water that can be decrease of boiler load. Hence, it will implemented cogeneration system and automatically improved the system efficiency.
To determine micro turbine cogeneration system performance, direct measurement is carried out with load variation 15 kW,30 kW,45 kW,50 kW,60 kW, and 65 kW. Performance test conducted for 0.5 hour for each load by measured several parameters including:
 Flow rate, temperature and pressure of the fuel (natural gas)  The flow rate of water entering the system heat exchanger (heat recovery unit)  The temperature of water in and out HRU  Exhaust gas temperature before and after the HRU  The composition of the exhaust gas micro-turbine  Power generated by micro turbine (kWh)
Measurement of several operating parameters are carried out by continuous or spot measurement at the point of measurement as follows: Where : T is temperature, P is Pressure, m is flow rate, v is speed, Pout is Power Generated, and TET is Temperature exit turbine.
For the further analysis, calculation base on the higher heating value (HHV) of about 1000 BTU/SCF. The ratio of Higher Heating Value (HHV) to Lower Heating Value is assumed to be 1.1.
Medium scale cogeneration technology
The second study aims to assess the feasibility of implementing a cogeneration system 40 MW capacity using a GT, HRSG, some boilers and existing Steam Turbine Generator (STG) on utility system of Oil Refinery Plant to minimize fuel consumption.
The existing condition of utility plant is by operating steam power plant consisted of six boilers with 60 kg/cm 2 pressure and 465 o C temperature, and STG that divided into two groups Power Plant (PP)-1 and PP 2. PP-1 consisted of four unit STG, that is STG 3, 4, 5, 5A, and 6. While PP-2 is STG 1, 2, 3, 4. Boiler used to generate steam for STG and refinery process unit, whilst the electricity generated used to supply electricity demand in oil refinery unit and employee housing. Due to an old equipment (60 years), STG-3 at PP-1 has de-rating performance, hence design capacity 7.5 MW has only able to generate 1.9 MW. While the STG-4 at PP-1 also decreasing its capacity cause vibration. The demand condition for normal load is 41 MW electricity, 17 bar steam 250 ton/h (tph), and 32 bar steam 15 tph. By fact that decreasing capacity above, cogeneration system is attached on existing plant using GT 3x10 MW, and HRSG in existing plant. The configuration is as follow : Gas turbine at normal load is running on 90 % capacity. The above configuration is then simulating by PEPSE® Software to calculate and determine the total site plant efficiency.
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Result and discussion
Small scale cogeneration technology
By the configuration as Figure 2 above, performance test of micro turbine conducted in 0.5 hour for each six loads variation, to obtained system heat rate and efficiency. "Heat rate" and "efficiency" are measures of the same thing: the amount of heat energy in the fuel that is manifest as shaft power or electric power as a result of the engine's energy conversion process. Efficiency is shown on Table 1 Table 1 , it was known that the electrical efficiency increase by increasing of micro turbine load, but thermal and total efficiency reach higher value at high load. Thermal efficiency is depend on inlet water flow rate to produce hot water, that depend on hotel rooms and kitchen demand. The best performance value is achieved on load 65 kW, and the worst performance value is 50 kW.
Therefore, the micro turbine heat rate at single operation mode and cogeneration mode is shown in Table 2 below : Heat rate is the common measure of system efficiency in a power plant. It is defined as "the energy input to a system, typically in kJ/kWh, divided by the electricity generated, in kW. Where : LHV is lower heating value
As seen on Table 2 , cogeneration heat rate and single operation heat rate is commonly decrease by increasing micro turbine load. But in some load it fluctuate, cause by hot water demand. Heat rate of MCT in single operation compare to micro turbine cogeneration application (MCTAP) shows in the fig.5 . Utilization of flue gas stack of micro-turbine in cogeneration mode, reduce about 60 % of its net heat rate. Net heat rate of micro turbine in single operation mode amounted to 12 723.6 kJ while the cogeneration configuration amounted to 7 989.4 kJ / kWh at maximum load (51 kW). For comparison, the guarantee net heat rate of MCT C65 is 12 400.00 kJ/kWh at maximum load (60 kW).
Medium scale cogeneration technology
Plant Thermal Efficiency is defined as percentage ratio energy outlet to energy inlet in the system. In case of cogeneration, it can be measure as ratio of electricity energy and steam energy to fuel energy. The addition of GT 3 ×10 MW and HRSG into existing cogeneration system decrease the number of operating boiler. It also reduce steam amount through 60/17 bar pressure reducing valve (PRV). Hence by decreasing the number of operating boiler and reducing steam amount through PRV, it improve cogeneration system efficiency. Simulation result of cogeneration configuration system is shown in table below. Based on Table 3 , the existing thermal efficiency plant is 47.04 % by operates six units of boiler and eight units of STG. On the other hand, by new proposed plant configuration will operates only three units of boiler and three units of STG, beside the thermal efficiency increase by factor of 2.
Among the new configuration proposed plan, the best performance is obtained on 3 ×10 MW and 2 × 15 MW from point of view thermal efficiency plant. By compare the techno-economic parameter, the configuration of 2 × 15 MW has more advantages than 3 ×10 MW. However from the reliability consideration, the configuration of 3 ×10 MW has more advantages than 2 × 15 MW. So the chosen configuration is 3 ×10 MW by considering the availability of existing STG. It means easier to get the new one to back up one unit of GT if any troubles happened.
Techno-economic analysis also carried out by simple pay back period and internal rate of return method. By spending investment of about USD 65 million for complete system of 3 ×10 MW GT + HRSG, will obtain a pay back period of about 3.7 years and internal rate of return (IRR) of 24.5 %.
Conclusion
Application of micro turbine cogeneration of capacity 60 kW in commercial building increasing its efficiency from 25 % to 63 % and reducing steam consumption from boiler of about 122 kgs/hour. By addition of gas turbine and HRSG of capacity 3 × 10 MW to the existing steam turbine cogeneration plant (40 MW) will improve plant efficiency from 47 % to 80 %, with the investment cost of about USD 65 million with the economic parameter of 3.7 years of pay back period and 24.5 % internal rate of return (IRR).
